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NOTES:
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3. REFER TO DOOR SCHEDULE
FOR RATINGS REQD.

4. HM JAMB THROAT 1/8" LARGER
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X

P-TYPE;
RE: PLAN

    1/2"

P
E

R
P

E
N

D
IC

U
LA

R
 W

A
LL

S
 U

.N
.O

.

0'
 -

 5
" 

T
Y

P
 A

T
 A

LL
 

WALL  WHERE
OCCURS. RE: PLAN

2"

VARIES 2"±

RE:
SCHEDULE

COORD. WITH P-TYPE

R
E

: D
O

O
R

S
C

H
E

D
U

LE

1. HEAD SIMILAR

NOTES:

DOUBLE STUD @ JAMB

WELDED H.M. FRAME

3. REFER TO DOOR SCHEDULE
FOR RATINGS REQD.

4. HM JAMB THROAT 1/8" LARGER
THAN PARTITION, CAULK AND
PAINT (TYPICAL)

2. PROVIDE (3) ANCHORS MIN. PER
JAMB: 4 AT RATED  PARTITIONS
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1. REQUEST TO EXIT BUTTON TO BE PLACED ON PUSH SIDE OF DOOR.
2. PAIR OF DOORS.
3. 48" DOOR WITH 12" LEAF.
4. FIELD VERIFY EXACT CORRIDOR WIDTH AND PROVIDE DOOR AND FRAME AS WIDE AS POSSIBLE.
5. HARDWARE PROVIDED BY MANUFACTURER.
6. PROVIDE STAINLESS STEEL CONTINOUS HINGE ON THESE DOORS IN LIEU OF BUTT HINGES NOTED IN
    HARDWARE GROUPS.
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NOTES:

DOUBLE STUD @ HEAD

3. REFER TO DOOR SCHEDULE
FOR RATINGS REQD.

2. PROVIDE (3) ANCHORS MIN. PER
JAMB: 4 AT RATED  PARTITIONS

1

WALL  WHERE
OCCURS. RE: PLAN

0'
 -

 0
 1

/8
"

0'
 -

 1
"

0'
 -

 1
 3

/4
"

1/4" SHIM

J-MOLD; BOTH SIDES

1/4" CLEAR TEMPERED GLASS
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ACT
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BULKHEAD

RE: RCP

NARROW DOOR STILE

3 5/8" MTL STUDS
@ 16" O.C. TO STRUCTURE

5/8" GWB

EXISTING STRUCTURE

BREAK-AWAY SIDELITE

0' - 6" JAMB

0' - 10" HEAD

1/4" SHIM & CAULK; EACH SIDE

CORRIDOR

A116

Group 1
Butt hinges
(1) Exit device: Type 1 F13 Lever
(1) Closer
(2) Kickplates
(1) Wall stop
(1) Set seals
(1) Key cylinder
(1) Electronic Hold Open
(1) Power Supply

Group 2
Butt hinges
(1) Exit device: Type 7 F01
(1) Exit device: Type 7 F08 Lever
(1) Set meeting stile astragals
(2) Closers
(2) Armor (push side) (32"w x 36"h)
(2) Kickplates (pull side)
(2) Wall stops
(2) Edge guards
(2) Sets seals
(1) Key cylinder
(1) Power supply
(1) Electronic Hold Open
(2) Electronic panic bar

Group 3
Butt hinges
(1) Storeroom lock F07
(1) Wall stop
(2) Kickplate
(1) Set seals

Group 4
Butt hinges
(1) Storeroom lock F07
(1) Wall stop
(1) Kickplate
(1) Set seals

Group 5
(1) Center pivot set
(1) Privacy lock F02
(1) Rescue stop
(2) Kickplates
(1) Wall stop
(2) Privacy brush seals at jamb

Group 6
Butt hinges
(1) Storeroom lock F07
(1) Kickplates
(1) Wall stop
(1) Set silencers
(2) Armor (both sides)

Group 7
Butt hinges
(1) Office lock F04
(1) Wall stop
(2) Kickplates
(1) Set silencers

Group 8
Butt hinges
(1) Proximity card reader
(1) Closer
(1) Kickplate
(1) Wall stop
(1) Set seals
(1) Power Supply

Group 9
Butt hinges
(1) Classroom F08
(1) Proximity card reader
(1) Closer
(1) Kickplate
(1) Wall stop
(1) Set seals
(1) Power Supply

Group 10
Butt hinges
(1) Classroom F08
(1) Closer
(1) Kickplate
(1) Wall stop
(1) Set seals
(1) Power Supply

Notes:
1. Doors 3'-0" wide to have 1-1/2 pair hinges, doors wider than 3'-0" to have 2 pair hinges (UON).
2. Kickplates to be on push side (UON).
3. Refer to Electrical Drawings for Secure Card Access information and other electronic hardware.
4. All doors to have lever handles, unless noted otherwise.

1. PROVIDE (3) ANCHORS MIN. PER
JAMB: 4 AT RATED  PARTITIONS

2. REFER TO DOOR SCHEDULE
FOR RATINGS REQD.
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OPENING SCHEDULE - PHASE 2B PHASE 2B: Renovation of
Operating Rooms, ER & Triage

1-2B-A-600

657-13-300JC

V.A.M.C. ST. LOUIS, MO
JOHN COCHRAN DIVISION

06/06/16 JB MP

BID DOCUMENTS

DOOR SCHEDULE - PHASE 2B

DOOR FRAME

DOOR

NO. TYPE

SIZE HDW

GROUP MATERIAL LABEL

REMARK

S TYPE

DETAIL

LABEL LINTEL REMARKSWIDTH HEIGHT THICKNESS HEAD JAMB SILL

C401 NL 3' - 0" 7' - 0" 1 3/4" 7 WD 1

C403A G-2 6' - 9 1/2" 8' - 1" 2" 5 5

C403B NL 3' - 0" 7' - 0" 1 3/4" 10 WD 1

C404 NL 3' - 0" 7' - 0" 1 3/4" 10 WD 1

C406 G-2 6' - 9 1/2" 8' - 1" 1 23/32" 5 5

C407 G-2 6' - 9 1/2" 8' - 1" 1 23/32" 5 5

C408 G-2 6' - 9 1/2" 8' - 1" 1 23/32" 5 5

C409 G-2 6' - 9 1/2" 8' - 1" 1 23/32" 5 5

C410 G-2 6' - 9 1/2" 8' - 1" 1 23/32" 5 5

C411 G-2 6' - 9 1/2" 8' - 1" 1 23/32" 5 5

C412 G-2 6' - 9 1/2" 8' - 1" 1 23/32" 5 5

C413 G-2 6' - 9 1/2" 8' - 1" 1 23/32" 5 5

C414 G-2 6' - 9 1/2" 8' - 1" 1 23/32" 5 5

C416 F 4' - 0" 7' - 0" 1 3/4" 4 WD 20 MIN 1 20 MIN 6

C417 F 3' - 0" 7' - 0" 1 3/4" 5 WD 1

C418 F 4' - 0" 7' - 0" 1 3/4" 6 WD 20 MIN 1 20 MIN 6

C420 NL 3' - 0" 7' - 0" 1 3/4" 9 WD 20 MIN 1 20 MIN

C421 NL 3' - 0" 7' - 0" 1 3/4" 7 WD 1

C422 NL 3' - 0" 7' - 0" 1 3/4" 8 WD 1

C425A F-1 5' - 3" 7' - 0" 2" 1 WD 45 MIN 2 45 MIN 3, 6

C425B F-1 5' - 3" 7' - 0" 2" 1 WD 45 MIN 2 45 MIN 3, 6

C426 F 3' - 0" 7' - 0" 1 3/4" 5 WD 1

C431 F 4' - 0" 7' - 0" 1 3/4" 4 WD 20 MIN 1 20 MIN 6

C432 F 4' - 0" 7' - 0" 1 3/4" 6 WD 20 MIN 1 20 MIN 6

C433 F 3' - 0" 7' - 0" 1 3/4" 9 WD 20 MIN 1 20 MIN

C436A F 3' - 0" 7' - 0" 1 3/4" 3 WD 1

C436B F 3' - 0" 7' - 0" 1 3/4" 3 WD 1

C437 NL 4' - 0" 7' - 0" 1 3/4" 6 WD 1 6

H415A NL-2 7' - 0" 7' - 0" 1 3/4" 1 WD 45 MIN 2 45 MIN

H415B NL-3 7' - 8" 7' - 0" 1 3/4" 2 WD 45 MIN 3 45 MIN 2

H416A G-1 13' - 0" 7' - 6" 1/4" 4 45 MIN 5

H416B NL-2 7' - 8" 7' - 0" 1 3/4" 2 WD 45 MIN 3 45 MIN 2

H421A G-1 13' - 0" 7' - 6" 1/4" 4 45 MIN 5

H421B NL-3 7' - 8" 7' - 0" 1 3/4" 2 WD 45 MIN 3 45 MIN 2

 1/4" = 1'-0"1 PHASE 2B - DOOR TYPES

 1/4" = 1'-0"2 PHASE 2B - FRAME TYPES

 3" = 1'-0"4 PHASE 2B - DETAIL - HM DOOR JAMB
 3" = 1'-0"5 PHASE 2B - DETAIL - HM DOUBLE EGRESS DOOR JAMB

 1" = 1'-0"3 PHASE 2B - DOOR TYPE FILM DETAIL

 3" = 1'-0"6 PHASE 2B - DETAIL - HM SICU BAY DOOR HEAD

 1 1/2" = 1'-0"8 PHASE 2B - DETAIL - HM SURGERY ENTRANCE DOOR HEAD
 1 1/2" = 1'-0"7 PHASE 2B - DETAIL - HM SICU BAY DOOR JAMB

 1 1/2" = 1'-0"9 PHASE 2B - DETAIL - HM SURGERY ENTRANCE DOOR JAMB
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